
Residential Meter Detail

Standard 5/8 Residential Meter

Customer installed 
fitting (pigtail connection)

Customer installed
Shut Off Valve

BCRWA responsibility for installation, repair and maintenance

Customer responsibility for installation, repair and maintenance

Basement or Crawlspace wall

Customer installed 
Pressure Reducing Valve

Customer installed Dual Check Valve

Valves to be installed before first point of water use
*If valves are in a crawlspace they are 
required to be within 10' of the access 
door.

Any lines branching
off of the service line
before it enters the
house also require a
Shut Off Valve and a
Dual Check Valve.

1” CTS poly tubing
BCRWA service line
to water main

1” CTS poly tubing (pigtail)
service connection

Meter pit installed by BCRWA
to be set at or as close to grade 
as possible

*Customer valves can also be
installed in an outside meter vault
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